
  PUNJAB  STATE  POWER CORPORATION LIMITED 
 

           P.R. Circular No. 4 /2011 
                          Dated:  21-1-2011  

From 
  Engineer-in-Chief/Power Purchase & Regulation 
  Punjab State Power Corporation Limited 

Patiala. 
To 

1. All EIC/CEs/Distribution in PSPCL. 
2. The Chief Engineer/P&M, PSPCL, Ludhiana. 
3. The Chief Engineer/Enforcement, PSPCL, Patiala. 

4. All Dy.CEs/SEs/Distribution in PSPCL. 
5. All Dy.CEs/SEs/P&M in PSPCL. 

6. All Dy.CEs/SEs/Enforcement & EA&MMTS. 
7. All Addl.SEs/Sr.XENs/Distribution  
8. All Addl.SEs/Sr.XENs/P&M, Grid Mtc. & Distribution. 

9. All Addl. SEs/Sr.XENs/Enforcement & EA&MMTS. 
 

 Memo No. 923/1063/PPR/PR/LD-38  Dt. 21.1.2011 
 

Subject:- Proper implementation of power cuts to be imposed by  
  Power Control Centre. 
 

  Please refer to this office PR Circular No. 5/2003 is amended as 
under:- 

Category I URBAN INDUSTRIAL FEEDERS 
  The feeders which are feeding mixed load of domestic, commercial, 
industrial consumers including Arc/Induction Furnaces and Essential Industries 

fed through mixed feeders irrespective of the fact whether or not availing peak 
load exemption on payment of PLEC. 

Category II 
(a) 11/33/66/132/220 KV Separate Independent feeders of consumers 

which have not been declared as continuous process by EIC/PP&R 

and declared continuous process/essential industries which are not 
availing Peak Load Exemption on payment of PLEC. 

(b) All mixed industrial feeders having sanctioned industrial load of 
90% or more of the total connected load on the feeder with no 
Agriculture Connection (AP). 

Further it was desired vide pR Circular No. 21/2002 dated 25.11.2002 to 
review the status of all the category II Industrial feeders/predominantly 

industrial feeders and the feeders not fulfilling the above said scope 
stands ceased to hold the status of category-II Industrial Feeders w.e.f. 
Ist February 2003. Some of the operation circles have got the eligible 

feeders declared as category II feeders from this office and the remaining 
concerned Dy.CEs/SEs/DS are required to get the needful done by 

furnishing the following information 
 
 

 
 

 



Sr. No. Name of the 

Sub Stn. 

Name of the 

feeder 

alongwith 

voltage 

class 

Name of 

S/Divn.  

Divn 

Total 

connected 

load on 

the 

feeders 

(KW) 

Connected 

industrial 

load (KW) 

1. 2. 3. 4. 5. 6. 

 

 
%age of 

Industrial load 

of the total 

connected load 

Connected GSC 

Load (KW) 

%age of GSC 

Load of total 

connected 

load 

Agricultural 

Load (AP 

Category) if 

any (KW) 

Load of 

any other 

type (KW) 

7. 8. 9. 10. 11. 

 

 No & Date by which the feeder is declared as Category-II by this 
office shall be displayed on the concerned out going breaker at the Grid 

Sub Station. Since release of new G.S.C. connections from declared 
category-II feeder shall change the percentage of industrial load so the 

status of these feeders may be reviewed regularly (at least ending March 
and September every year) and appropriate action (for changing to 

Category-I) be taken accordingly under intimation to this office. The 
responsibility for running ineligible feeders (as per the said scope) under 

Category-II feeders during power cut shall rest with the field 
organization. 

 
Category III   ARC/INDUCTION FURNACE CONSUMERS FED  

   THROUGH SEPARATE/INDEPENDENT FEEDERS 
   Separate/independent feeders feeding only 

Arc/Induction Furnace consumers. 

 
Category IV  FEEDERS FEEDING ONLY CONTINUOUS  

   PROCESS / ESSENTIAL INDUSTRIES. 
   Separate/Independent feeders of those continuous 

process/essential industries which have been declared as continuous 
process/essential industry and are availing exemption during Peak Load 

Hours Restrictions with the permission of this office and are paying peak 
load exemption charges (PLEC). 

 
Category V  24 HOURS URBAN PATTERN SUPPLY 3 PHASE 3  

   WIRE FEEDERS. 
   This category shall cover all the 11 kV 3 phase 3 wire 

feeders erected to give 24 hour supply on urban pattern to villages. 
 

Category VI  24 HOURS URBAN PATTERN SUPPLY 3 PHASE 4 

 WIRE FEEDERS 
   This category shall cover all the 11 KV 3 phase 4 wire 

feeders erected to give 24 Hours supply on urban pattern to villages. 



Category VII Industrial consumers being fed from any of the above 

categories of feeders and availing open access and importing power from 
sources other than PSPCL. 

 
Note:-  It is to be noted that such consumers who have 

obtained Peak Load Exemption under PR Circular No. 2/98 and are being 
fed through separate/independent feeders shall be subjected to power 

cut as per their category as and when announced by Power Controller. 
   Keeping in view the system conditions, the power 

controller, Patiala shall given the message(s) for power cut category-wise 
as and when required. 

   The above instructions shall come into force with 
immediate effect. 

 
       Dy. Chief Engineer/PR 

      for Er.-in-Chief/PP&R, PSPCL,  

              Patiala. 
 

CC: 1) Chairman, PSEB & All Members/PSPCL. 
2)  Secretary/Punjab State Electricity Regulatory Commission, 220-21, 
  Sector-34 A, Chandigarh.  
3)         O.S.D. to Chairman, PSEB, Patiala. 
4) Chief Engineer/Commercial, PSPCL, Patiala. 
5)         Chief Engineer/QI & TA, PSPCL, Patiala. 
6) SE/I.R., PSPCL, Patiala. 
7) SE/Technical, PSPCL, Patiala. He is requested 
 to endorse the same to Dy.Secy./Services- III & 
 Dy.Secy./Tech. I, II & III, PSPCL, Patiala. 
8)         SE/I.T., PSPCL, Patiala for putting the  

      above Circular on PSEB Web-site.  
9) Addl SE/Sr.Xen/CBC, PSPCL, Patiala, Ludhiana & Jalandhar. 


